REMOVE 10"X8" TEE, REDUCERS,
VALVE AND HYDRANT TO EAST
INSTALL 12"X10" CROSS W/ 12"X8" REDUCER NORTH

RICHARD R YAEGER
8" DI WM
|

CLYDE L ELVORD

=z

1
1" COPPER /

' COPPER SHELLY D ELVORD , NANCY L GALLAGHER
INSTALL 10"X6" REDUCER EAST W/ 6" VALVE AND | ' 5496 54390
RELOCATED HYD FROM SOUTH "
RELOCATE EX 8" VALVE NORTH IF NEEDED Ry VALVE
ABANDON EX WM SOUTH OFFSET: 24910
CITY OF FITCHBURG 6" VALVE
10" DI WM. N , - e __ . STA: 14+04.74- I WO S D Y o S A —
1980 B[ OFFSET: -2L89 v e ==F" ~ ,
OMH— o —————-—-—___ i T T === T~
’ - —— == /—‘—~~§§ | 16 LF-6" LEAD N——
/ = - _ h_ _ STA: 14+04.73 o
2"X12" TEE ’ / ° | SS —=55—= ! = OFFSET: -24.90 S ¢ > [ > o
"x12" z /v Py
SngﬁBgF"T'ElsF%F;EA STA: 11+20.24 | S ! /l 12"Xe" TEE | ] i E
OFFSET: -8.23 EX HYDRANT 19 i STA: 14+04.78 ! | =
1A 1430 , OFFSET: -7.92 , - | <
45° BEND = ) 2" DI WM 2 12" DI WM I W =
STA: 11+18.71 m | W W LW w i W W \ 164
OFFSET: 19.39 E / Y ‘\ 12400 | 14+00 | f . £
(G a— 45° BEND } ' : T j = LACY_ ROAD STORM SEWER CROSSING S
CAP AND ABANDON DI WM TO EAST \_STORM SEWER CROSSING CITY OF FITCHBURG STA: 14+70.03 e
STA: 10+97.627] / STA: I+77.25 OFFSET: -7.99 <
\_ OFFSET: 39.22 | . g&?ﬂf IF\IBSIIIJT_ ATION 8'X4'X4" INSULATION ; \ l
6002028 CITY OF FITCHBURG, ; — T 7 1 _"A"_/—‘J”Mﬁz_u e \L._ |/ B e \ ‘T
JiMH | / | \ T \ SHARED USE PATH \
. = \ \ — ———
\ ——————" ——— P e ey S -t _____ Ep—— d
A , o s S M.
~ o 4 ~———x L/ EX 4" SAN LAT -4 - —
s¥-q- EX 4" SAN LAT j
EX HYDRANT 8" VALVE S N _——k
J STA: 10+94.61 -~ —_—— 1" COPPER
TEMPORARY CONNECTION OFFSET: 39.18 |
CONNECT EX 10" WM NORTH JACQUITH H MORRIS ' 1" COPPER ' '
TO EX 8" WM SOUTH BARBARA B MORRIS ANDRAE, LLC
BEGIN PROJECT | 5501 MICHAEL N HOLMES 5481
STA 11+50.00 \ | KATHERINE E PTASZEK ADJUST STRUCTURE, RISER PAULA L BROWN
Y = 456,075.19 RELOCATE HYD TO NORTH JOSEPH E RIPPENKROEGER EX RIM ELEV: 1013.17 5491
X = 810 '310 698 CAP AND ABANDON DI WM WEST AND 5497 PROP RIM ELE\‘I: 1014.86
REMOVE VALVE BOX ‘ ‘ ‘
| | |
1040 1040
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD RELOCATED 8" VALVE
VERIFY LOCATIONS AS NECESSARY TO 12"%8" REDUCER
1030 PERFORM WORK. 12"XI0" CROSS 1030
10"X6" REDUCER PROP CL PROFILE
a— EX SAN MH EX CL PROFILE
STA: 13+85.66
- RELOCATED HYDRANT OFFSET: 22.70 STORM SEWER CROSSING
EX 10" VALVE RIM: 1013.17 MAINTAIN 18" VERTICAL CLEARANCE p—_—
" 8" INV_W: 1006.30 STORM_BOP:  1013.78 —
1020 e 6" VALVE 8" INV—E+-1006.28 — 220
A4 — — —_— E— 5’ o D WM
— : v CLAY_SAN
STORM SEWER CROSSING z\ —F / s
1010 MAINTAIN 18" VERTICAL CLEARANCE 2 12"X8" REDUCER 1010
BEND STORM BOP: 997.86 . — 6.5"MIN COVER !
STA: 10+98.14 18" MIN =
INV:-990.02 TEE BEND HYD
STA: 11+20.40— STA: 11+43.80 STA: 14+04.73
INV: 991.38 INV:992.80 INV:1008.02
VALVE
1000 CONNECT TO EX WM INSULATION 1000
STA: 10+95.18
INV: CONTRACTOR TO VERIFY EX INV
— _ -
—_— —
—— —
—
— —_ -
990 [~ 990
o ~M © o o - M
Y [] [ 2] N
8 S 8 8 S S S g S S
10+00 11+00 12+00 13+00 14+00 15+00 16+00
PROJECT NO:5849-00-11 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
FILE NAME : X:\0604100\151061.01\TECH\CAD\58430009\SHEETSPLAN\023001_UP.DWG PLOT DATE 8/,17,2016 7:31 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT

LAYOUT NAME - 023001_UP

WISDOT/CADDS SHEET 44



=z

THOMAS C WERNER

DAVID D WILLBORN ' FLENARD K COUNCIL . KATHLEEN M LEMKE .
KAY L WILLBORN — BRENDA S COUNCIL 5454
—
5480 5460 WILLIAM_G ANTONIE
1" COPPER TTe—
—— /— I COPPER 1" COPPER —| WATER
~ - — p— "
ROW i 5 Lper LD STORM SEWER CROSSING— - — 1" COPPER
______________ STA: 18+35.00 F— |
STA: 18+04.59 \~ < OFFSET: -7.99 ) —— N N e I R/W
/ \ OFFSET: -24.21 8'X4'X4" INSULATION  _ _[_ _ ’ _ - T —F< —
~<_ - \ - 7]
3 > I > N g P2 R I —=7=== = N 9
=~ ®
& ? STA: 18+04.59 ® , ® . | 8
= OFFSET: -21.21 ‘ I l ! — Q
> 5 — " @
» 12 DI WM. — , 12" DI | <
4o | " " " 181‘0(\\ " " " 20"@:)0 " ' "= " .
45 Y : &S } 12" VALVE : ¥ - y
S | STA: 18+09.61 2
3 \ OFFSET: -8.21 LACY ROAD . =
3 \ CONCRETE PLUG MH 8" SAN TO EAST CITY OF FITCHBURG g
1040 P =
| NEY A AT wy R O MNALT G
V¢ i QiviH X e i / 2iviH
\l_...SiARED USE PATH \ OFFSET: -8.00 SHARED USE PATH
/ e / R/W '
D I s S R i it L _ _ _ | ADJUST STRUCTURE, RISER REMOVE ABANDONED SANITARY SEWER |
- ey EX RIM ELEV: 1028.33 REMOVE EX SAN MH
~_  COPPE EX 4" SANLAT— — — PROP RM ELEV: 1028.81 — — — _
" R — [ pRorRw S
T —— T TTe——— o ____ e e e — — _ CITY OF FITCHBURG
EX 4" SAN LAT 2674 QUARTZ RD T T T ——— T T T T == — == "7 tt8 QUARTZ RD - Il
- EVE ELIZABETH VAN RENSSELAER T T - T
ANDRAE, LLC GUION R VAN RENSSELAER ! - =~
5481 5437
1060 1060
NOTES:
L ALL EXISTING UTILITY AND LATERAL F SAN WA
LOCATIONS ARE BASED ON BEST INFORMATION REMOVE_ STRUCTURE

AVAILABLE. CONTRACTOR SHALL FIELD

= 21435,
VERIFY LOCATIONS AS NECESSARY TO STA: 21+35.44

OFFSET: 2143

1050 PERFORM WORK. RIM: 1038.38 1050
8" INV—W:1025.22
8" INV E: 1025.22
EX SAN MH
STA: 17+86.04
_OFFSET: 20.88
RIM: 1028.33
1040 8" INV. Ws 1019.77 PROP CL PROFILE 1040
8" INV E: 1019.77 STORM SEWER CROSSING EX CL PROFILE B — —_——
MAINTAIN 18" VERTICAL ClLEARANCE R S
STORM-BOP: 1024.65 —_——— HOCK PROFILE
VALVE o N
STA: 18+09.57 P
INV: 102153 ——
1030 2153 __ W 1030
— INSULATION 6.5 MIN COVER
()
g" CLAY SAN
— — BX
1020 T i 1020
DI WM
Iz HYD_\ 18" MIN J
STA: 18+04.72 REMOVE ABANDONED
£x 8" CLAY SAN Al i3 SANITARY SEWER
1010 1010
3 . = 3 . 5 3 . = 3 . 9 3
2 . o X . S . 3 A :
o N N ~ & 3] %) e 0 3 M o =
Q Q e Q e e e Q e e e e Q
16+00 17+00 18+00 19+00 20+00 21+00 22+00
PROJECT NO:5849-00-11 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
FILE NAME : X:\0604100\151061.01\TECH\CAD\584390009\SHEETSPLAN\023001_UP .DWG PLOT DATE : 8/17,2016 7:32 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT

LAYOUT NAME - 023002_UP WISDOT/CADDS SHEET 44



/

/ STEPHEN L. OLSON LIN S. ROHDE GIOVANNI WILLIAM BOYD LIVING TRUST N
JANA R. OLSON 5420 5414

ALFRED F RUSSELL /
JOANN G RUSSELL EX 8" DI WM 5428
RUSSELL LIVING TRUST l HYD
' 5436

WELTON ENTERPRISES, INC. 8" VALVE , , 13 LF-6" LEAD_,
5442 /

1" COPPER STA: 27+18.48

' COPPER CONNECT TO EX 8" DI WM \ OFFaLTE .18
" STA: 24+87.31 "
HYD ' 1" COPPER OFFSET: -33.85 ' " 1" COPPER
19 LF-6" LEAD _\ N 6" VALVE
STA: 22+44.33 - — — [ — —I——_J/’ _ |y STA: 27+18.47- 4 .
-OFFSET: -27.03 d__ 12" VALVE - \ OFFSET: -32.00
— B ~= =T T STa 24+B2.35L L 128" TEE N R/W
“ e Vv | —1 TOFFSET: -14.70 | S o FsFTsAE:T27+21g.gg & —/- = ~
nyEn ~ - : -20.90 — P
STA: 22+44.33 : sTAZ §2+7£E1§ / | ® \ ®
—— OFFSET: -19.90 | ® N — s
A 29 f OFFSET: -13.91 | N\ °
g / [N \ w\ 12" DI WM W W W W—y W 8
x 12" DI WM W W W & STORM SEWER CROSSING 5 — 12'XE" TEE Q
N I [ l STA: 26+21.00 STA: 27+18.47
o . 24+00 REMOVE LEAD, 6" VALVE OFFSET: -20.90 SET: -2 =
G . l2"Xe" TEE ' . AND RELOCATE HYD 8'X4'X4"% INSULATION OFFSET: -20.89 284
STAI 22+44 33_, " " LACY ROAD " n 25+00
w : . 12"x12" TEE RELOCATED HYD 6" VALVE REMOVE 16"X8" REDUCER, t L [
z OFFSET: -8.05 STA: 22+56.92 36 LF-6" LEAD STA: 24+78.38  16"XI6" TEE, 16" REDUCER, e z
| . . . Ss =
2 OFFSET: -8.06 STA: 24+78.52 . MISC ___ AND REMOVE _ I
= | OFFSET: 2000 LACY ROAD Ss e
e 12" VALVE OFFSET: 22.00 18" DI WM SOUTH \Ss =
I STA: 22+51.92 \J V p—. —=
OFFSET: -8.05 A, 888
SHARED USE PATH > NH
| | ~ N SHARED USE PATH
— = = == v == — < — ===
pid ——— RED'JCER \_ REMOVE WATERMAN . SN S—— DN ) - \‘\_ - . ]
- CONMECT 70 Ex WM — — — 22+56-24+88 (TED) _ - - EX 4" SAN LAT .
- REMOVE ABANDONED EX 4" SAN LAT SHARED IUSE PATH
- g;ésérz-?g 3523 \ SANITARY SEWER Lo |
_ GITY OF FITCHBURG ' ANTOINE C RIOS e T L e 2 - ?
- | 1 GARY PARMAN AND CARRIE PARMAN
= l \ \ B 5427 s
\ 3]
4 =
7 ‘ N
— TO WELLHOUSE \ | BROCK JONES NO ADJUSTMENT NEEDED [
| ! 5433 EX RIM ELEV: 1035.86 ‘
_ . L PROP RIM ELEV: 1035.85 ' | 2692 MICA
|
I | \ CITY OF FITCHBURG
1
\ | L
1060 1060
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
STA: 25+03.07
OFFSET: 25.18
RIM: 1035.86
TEE PROP CL PROFILE 8% INV W: 1026.79
HYD STA: 22+56.92 EX CL PROFILE 8" INV E: 1026.79
STA: 22+44,33 INV:-1031.47 EX SAN MH
1040 | v 1031'42 STORM_SEWER CROSSING s M 1040
— - MAINTAIN 18" VERTICAL CLEARANCE S e
—_— STORM BOP: 1025.46 1025,
8"/ INV- St 1016.03
—/— APPROXIMATE ROCK PROFILE
- - — = e e —— e
1030 v i 1030
— | I
EX 8" CLAY SAN
VALVE HYD Ex —
STA: 22+5L92 VYT T 8 S0R 255, HYO =
INV: 103145 T MIN e oS
1020 REMOVE ABANDONED + 1018, 1020
SANITARY SEWER ;_I-%I;Z\ ——
VALVE INV: 102828
STA: 24+82.13
INV: 1028.48
STA: 27+13.47
INV: 101866
1010 1010
o e} ~ M T (o2 o N — [Te) [ @ o
Q o o ©Q o © < ~ Q N ®© v 0
o o o o ~ [Te) wn M H o w0 < N
M M M M M M M M o [aV] [aV] AN AN
Q =] =] Q =] =] =] Q = Q Q Q Q
22+00 23+00 24+00 25+00 26+00 27+00 28+00
PROJECT NO:5849-00-11 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
FILE NAME : X:\0604100\151061.01\TECH\CAD\58430009\SHEETSPLAN\023001_UP.DWG PLOT DATE : 8/17,2016 7:32 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT

LAYOUT NAME - 023003_UP WISDOT/CADDS SHEET 44



I Teresa M Santulll

STEVEN D RACCHINI 5390 N
KIM S RACCHINI John H UM }
5402 e
STEPHEN G EISELE . .
CAROL-J EISELE 13 LF-6" 6" VALVE .
' 5408 TSTA: 357 STA: 31+44.94
OFFSEf: OFFSET: -21.26 4" SAN
-3 " 4" SAN 12"X6" TEE 1" COPPER 1
- " COPP" SAN I COPPER STA: 31+44.55 1" COPPER TN
— SR ER j 7 OFFSET: -10.32 [ M SAN — T
- —1 10" |=—
[ STORM SEWER CROSSING- — — — — — — — — — — — — - —;————-R,w———————_____ ______/;_________ _ ~ ,'
- STA: 28+9L72 —_ / xR o = p——a _ i R/W - ~
L - OFFSET: -19.93 —— - ~F oo _ e [ 12" VALVE ——= I —— L
| 8'X4'X4" INSULATION ! = ) S-——- ® STA: 31+39.55 ettt Yottt vy i
AOH | OFFSET: -10.52 S
12" DI_WM " E
8y | w w ' w =W w w 3 W; w W 12" |DI W W f 3
8 LACY HOAD | 32400 LACY ROAD © el
T T T L I 7))
E 130 SAN SAN : SAN SAN . & SoR 20AN SAN SAN -
w .
z PROPOSED SANITARY S
X <<
5 73 N_F
S o—sS ss SS ©
ss SS SS SHARED USE PATH
SHARED USE PATH
T - === ——m————— STORM SEWER CROSSING _
— | - = R/W STA: 33+56.00 ] _—— o
== OFFSET: -9.95
- - — — — — — — — — — — — — — — - gXA%4" NSULATION — — — — — —
MICHAEL R MOTIFF
THERESA M MOTIFF
5401
1040 1040
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO S
PERFORM WORK.
1030 STA: 30+00.00 1030
—OFFSET: -2.61
RIM: 1017.74
STORM SEWER CROSSING 8" INV_E: 1005.74
MAINTAIN 18" VERTICAL CLEARANCE
—— STORM BOP: 1015.19
— PROP CL PROFILE
1020 EX CL PROFILE 1020
i e
 §/_ — STORM SEWER CROSSING
VALVE MAINTAIN 18" VERTICAL CLEARANCE
u STA: 31+39.59 STORM BOP: 1004.18
1010 18" MIN INV: 1007'91\ 6.5 MIN COVER 1010
A
\_HYD INSULATION
T STA: 31+45.05 J
INV: 1007.80 =
1000 1000
18" MIN -
990 990
2 % 3 3 2 & 8 2 x 2 = 2 e
N [} o} el ~ O © [T} hn o ¥
o [N) — - — — 1 — -— o S
Q =) S S) e S) =) ) ) S) e g S)
28+00 29+00 30+00 31+00 32+00 33+00 34+00
PROJECT NO0O:5849-00-11 HWY:LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
FILE NAME : X:\0604100\151061.01\TECH\CAD\584390009\SHEETSPLAN\023001_UP .DWG PLOT DATE : 8/17,2016 7:32 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT

LAYOUT NAME - 023004_UP WISDOT/CADDS SHEET 44



DAVID A HUMKE ! ' N
CONNIE S HUMKE \
5386 CHARLES O TREICHEL
" DIANNE L TREICHEL
1" COPPER JR TRUST ELAINE LANGER ALLEN
5356 5360
! |
! \ ' I COPPER —
! \ -
| \ et ... - V- V-V o) — = V—_— - — — 01
i \ 25 g0 _ PROFOSED SANTARY W oo e———-—l_o________\____ T -
- I —7EOFFSET: -9.95 === \ ————————— — 6 =
"SANITARY CROSSING /M?
§v W—12" DI WM //,, [STA: 35+09.88 ‘—\/ 8
OFFSET: 0.69 N_/——SAN—..” x
=100 l 36+00 38+40 _, . SAN—— —SA 8" SOR 26 4042
< A A A LAy T L 4 tall
£ 2AN STORM SEWER CROSSING o0 7 UACY ROAD RELOCATED HYD 8" SDR 26> >AN A LACY ROAD =
STA: 35+35.14 9 5 LF-8" LEAD 4
4 MH OFFSET: 24.00 4, STA: 35+49.23 - = = = -
a 8'X4'X4" INSULATION ¥ 2 OFFSET: 30.20 =
I L TV T
[&) Q
'§_ / SS SS gI'II'AVAII;t\SIE47 70 SS L4 SS SS SS SS SS SS 2
H . =
SHARED PATH )
RREEMOVE AND RELOCATE HYD OFFSET: 32.08 122" Dl
__REMOVE PIPE TO EX VALVE ——_—— e e = =
________________________ I CITY OF FITCHBURG SHARED LSE PATH
|
- _ 12"Xe" TEE RELOCATED VALVE T -1
STA: 35+46.05 _CONNECT TO EX WM i LN ' |
OFFSET: 34.06 STA: 35+67.22
OFFSET: 35.67
MICHAEL R MOTIFF '
EX VALVE
THERESé4g1 MOTIFF REMOVE EX WM TO EAST AND
RELOCATE VALVE TO ST 35+67.22 X '
1 1 [
1
22.5° BEND
STA: 35+47.78
OFFSET: 35.66 '
1010 1010
STORM SEWER CROSSING
. MAINTAIN 18" VERTICAL CLEARANCE
1000 6.5 MIN COVER STORM BOP: 993.53 1000
BEND
STA: 34+98.40
i INV: 993.23 'NSULAT_I'?B‘
\ STA: 35+54.32 SMH3
INV:990.34 STA: 38+00.00
PROP CL PROFILE OFFSET: 0.41
RIM: 984.10
990 - EX CL PROFILE R B0 oo 930
STA: 34+00.00 EX v g 8" INV Ex 972.10
OFFSET: 0.80 WM
RIM: 1006.92 STA: 35+47.76
8" INV W: 994.92 INV: 990.49 Y00 Trgm—erz
8" INV E: 994.92 R 26 e 57
980 4 980
RELOCATED VALVE
|_CONNECT TO EX WM
STA: 35+67.22
SANITARY SEWER CROSSING INV: - 990.00
MAINTAIN 6" VERTICAL CLEARANCE
370 SANITARY TOP: 989.39 EX_12" iy 970
361 LF=gn
NOTES: 8" SDR 26 ® 2,747
L. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
960 PERFORM WORK. 960
M [0
o " o 5 5 2 3 = = 2 = > e
< < = 3 o o o S g = o < S
o o o @© ©
S <] S & & & & & o o & & &
34+00 35400 36+00 37400 38+00 39+00 40+00
PROJECT NO0:5849-00-11 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
FILE NAME : X:\0604100\151061.01\TECH\CAD\58430009\SHEETSPLAN\023001_UP.DWG PLOT DATE : 8/17,2016 7:32 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT

LAYOUT NAME - 023005_UP
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L _ — ) -
é\g Jgfgv—E;(mHgg - ADJUST_ E; VALVE ~ ADJUSETX 5;5”2[255'92'3_32_ N
‘ =9170. ~ PROP RIM ELEV: 966.58
~~ FG ELEV=972.85~ N ~ CITY OF FITCHBURG FITCHBURG RESEARCH PARK ASSOCIATES
_ _ - N ~ 20' EASEMENT | |
- ~
" PROVIDED BY CITY
' _ ~ - N ~__ — 12" DI I[r I I
- \
P EX SANITARY MH ADJUST STRUCTURE, RINGS ~ !
PROPOSED SANITARY ~— — CORE NEW CONNECTION EX RIM ELEV: 97141 \ ~— | |
THROUGH BENCH TO EX PROP RIM ELEV: STLut \ ~
— FLOW LINE AND PROVIDE P N ~ | |
s WATER TIGHT SEAL o - | |
AS DIRECTED BY ENGINEER — > —
1 - N
' " cry bF\FITTB_URE_____———’ \\ \____————__—__—_—_—— 5" COPPER—(|— — — 1T — — — —
o R/W-— N ey e “__T_‘:\ _________
S - z — e e il
e i - ‘}701
| SA i} T
N VI o
o —san— SA 8
o [T}
x 00 L STORM SEWER CROSSING = v
S | STA: 41+50.73 i i 464
< OFFSET: -30.84 15"X1" COMPRESSION WYE v
) ax4 X4" lNSULATION 8'X4'X4" INSULATION X( w
w - ]
= =
- ® Ss A 7 2
5 ® ® — <
= — 1=
2 CITY OF FITCHBURG ADJUST EX VALVE / %‘1 >S
:SHARED USE PATH 2+00 4" SAN_LAT - =\ I
R R == :
i N R/W
\ -
\ ~—— —E 1" COPPER ™|~ L=1" COPPER —
\
\ N
N ]
SO - - SAMUEL L COOKE Il EX SANITARY MH
! N - - KAYE E COOKE CORE NEW CONNECTION
\ - - 5335 THROUGH BENCH TO
S _ EX FLOWLINE AND
N - PROVIDE WATER TIGHT SEAL
\ \\ — - \
\\\ |
1000 1000
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
990 PERFORM WORK. 990
EX SAN MH
STA: 42+00.03
OFFSET: -65.43
RIM: 97LIL
980 8" INV S: 962.13 EX SAN MH 980
STORM-SEWER-CROSSING 8"-INV—E:-962.10 STA:_45+64.56
MAINTAIN 18" VERTICAL CLEARANCE 8" INV W: 962.23 OFFSET: -18.96
— STORM BOP: 967.60 PROP CL PROFILE . IN\Flzmcl:_ 15554.413
— EX CL PROFILE 8" INVE+ 954.13
—_— 1 954,
— \
- —
970 ! 970
18" MIN 5
- —_— - —— -
960 EX_ 12" DI WM 960
EX 8" SDR 25 saN
950 950
< = % 8 2 8 = = S 2 2 S g
© g ™ ™ N = o o ®© © ~ o
~ ~ ~ ~ w©
& o & P o o > o . & o A o
40+00 41+00 42+00 43+00 44+00 45+00 46+00
PROJECT NO:5849-00-11 HWY: LACY ROAD COUNTY:DANE UTILITY PLAN SHEET E
PLOT DATE : 8,17,2016 7:33 PM PLOT BY : LEVI NEY PLOT NAME : PLOT SCALE : 1 IN:40 FT WISDOT/CADDS SHEET 44

FILE NAME
LAYOUT NAME - 023006_UP
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FITCHBURG RESEARCH PARK CITY OF FITCHBURG
ASSOCIATES LTD PARTNERSHIP ! Richard E Blaney
I Marjorie M Blaney

[ . EX SANITARY MH
EX 12" DI WM CORE NEW CONNECTION

EX 1" COPPER EX 4" SAN LATERAL

CITY OF FITCHBURG ~ EQRgEguL%ENc:AHNDTo ADJUST EX CURB BOX
— v -PROVIDE WATER TIGHT SEAL l’
_——---_- - % L -——— — — — — — — _ADJUST STRUCTURE, RISER — — — RW__ |
______ ST T T e T T T T~ o - - EX RIM ELEV: 950.28
— o N e L L T T T e s s e e = = B el = , - ==~ | PROP RM ELEV: 950,83 —~——r~——————=~——-
o 4| | |
o IN~akd
< = - - D NAL] S
b3 i LOU b &
<loo ADJUST STRUCTURE, RISER :
= EX RIM ELEV: 954.61 =
4 . 48+00 PROP RIM ELEV: 953.71 ) ( v
5 ' \ 50+00 524=
I T T
e [
= EX I' COPPER SERVICE <
s 8'X4'X4" INSULATION
\‘_
ﬁ‘: SS SS SS SS
= (;i;‘ S SS sS SS SS—
_____________ £
___________________________ -
— . S T == SOV e = = = = == =~ S ——
————— STORM SEWER CROSSING R/7W
- STA: 49+26.35
T OFFSET: 23.62
Ny 8X4X4" INSULATION S [—— \_ —
~
L4" SAN LATERAL JOSEPH P RUEDEN \’ T I CITY OF FITCHBURG
KAREN W RUEDEN 8" SAN LATERAL I - -——__
5329

—
- —_—
—_—

I / CITY OF FITCHBURG i
| |

| !

980 980

NOTES:

L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO

PERFORM WORK. EX SAN MH
970 STA: 49+08.98 970

OFFSET: -27.19 _
RIM: ~954.61
—_ 8" INV_W: 94L1
. : EX SAN MH
8" INV-E: 94L10 STA: 50+72.74

EX SAN MH OFFSET: -25.12
A RIM: 950.28
960 Egog" ”[ll\\l/V valv'. 99:11']?1 PROP CL PROFILE 8" INV W: 935.87 960
° . 8" INV-E: 935.87
EX 8" INV_ E: 94110 EX CL PROFILE
—_—_
950 18" MIN ————— & = 350
EX"8" spr—
6_SAN
=1
EX 12" DI WM
940 = 940
EX_g" SDR 2g SAN
STORM--SEWER-CROSSING "
MAINTAIN 18" VERTICAL CLEARANCE EX 8" SDR 26 SAN
STORM BOP: 948.91
930 930
: 3 : : : 3 : . : . : : :
S < N ] © < S ] D o 3 3 g
g o 8 g o0 o0 o0 o o o g g o0
46+00 47+00 48+00 49+00 50+00 51+00 52+00
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’ GANSHERT NURSERY &/ PAUL GANSHERT N
LANDSCAPES LLC ! 5284
I T T T — CITY OF FITCHBURG _——— -
RICHARD E BLANEY 12" DI WM _ EX 4(-)- séw lﬁ% B
MARJORIE M BLANEY EX 1" COPPER - _  — - T\~ — — —EXTEND T 0 - =~
ADJUST EX CURB BOX I -—-_ | == . _ - -
5292 ~_ - .
- - R/W
|
JA —_— 1
e - o S— EX 1" COPPER = e
——— R/W o ~ EXTEND TO NEW R/W
e — ‘ADJUST EX CURB BOX — — ——— N
——————————————— - -—_———-—<—:'
, ' \
o 5810
2 NN N ) 8
S 5600 | 3
<T
2 54+00 ' &
) ' LACY RD
2100 =) INSULATE WATERMAIN w
3 ADJUST STRUCTURE, RISER 150'X4'X4" z
] EX RM ELEV: 945.05 \/ z
S PROP RIM ELEV: 944.13 ss ss < /=
= ss S5 =
SS SS e TS — /”____\.//,\<
SS _________—,——;—-___ e —_— - =~
____________ —_—— === = == ‘_’L -
____————;————_—_—____ R/W

] R/W ~

e —— 1* COPPER
EVTTRTTIRIVIIVEENSR s ettt S CITY OF FITCHBURG !
SAMUEL L COOKE Il WYATT DRAKE-BUHR
KAYE COOKE SHANNON DRAKE-BUHR
5267
1
970 970
NOTES:
1. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
960 PERFORM WORK. 960
EX SAN MH
STA: 54+31.32
OFFSET: -20.21
RIM: 945.05
8" [NV W: 93143
8" INV E: 93143
950 PROP CL PROFILE 950
—_— _ EX CL PROFILE
940 EX 12" DI WM 940
EX-8" SDR 26 SAN
930 930
E — —_— ]
X_12" WM
Ex g SDR 2 SAN
920 920
o — n N — o o o N~ N [>o] N —
M © ® ® 1 =2} Q Q M o [¥e] ~ ]
] © ~ 0 [Te] ™M [N o ~ < o <] I
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o [«}] o o (o2} o o o o o o o o
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2701

« N
" SUNFLOWER DR R S
e —— @
| —— Y
T 3
- [T
é ADJUST STRUCTURE, RISER
L == . EX RIM ELEV: 924.47
_RIW T ADJUST STRUCTURE, RINGS PROP RIM ELEV: 924.89
— EX RIM ELEV: 925.54 A i - U,
————— ADJUST EX VALVE PROP RIM ELEV: 925.88 S
MH g/ \ : CITY OF FITCHBURG
/ S
=7 O H\ EX 15 COPPER —
1572 NALL \]‘
s IVII A S
iy
ADJUST EX VALVE — (
o U o
2100 \ . E:. : ) ( A 62+00 2
a ADJUST STRUCTURE, RISER 60+00 8'X4'X4" INSULATION ' 6413
< EX RIM ELEV: 927.23 LACY RD <
7 PROP RIM ELEV: 928.50 &
w w
z +-— z
) =
T x
Er T SS SS I9
iF=F== S~ =T =X ./~ ADJUST EX CURB BOX , SS SS SS <
~N
= / == V= ~ —_———— i
= SoU7 A [
= B | ' S
| = R/W / PiN_———-—
I R/W \ - / |_ R/W I
\ ’ " _
\ S L ’ EX 4" SAN LAT : EX 4" SAN LAT !
- = d i
1" COPPER i
> EX 1" COPPER
WATER £ RANDALL ROGERS
=] RONALD ROGERS
o RICHARD ROGERS
= ROBIN ROGERS
S RUSSELL ROGERS ! GARY W MCKINLEY
g STEVEN CARLSON } JOANNE M MCKINLEY !
- - - — — SCOTT CARLSON 5251
5257
1
1
950 950
NOTES:
L ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
940 PERFORM WORK. 940
EX SAN MH
STA: 59+57.36 EX SAN MH
ST S9+5T.36 STA: 63+92.59
EX SAN MH RIM: 92'5 54' OFFSET: -20.76
STA: 58+27.91 M RIM: 924,47
T 8" INV E: 912.83 PROP CL PROFILE STORM SEWER CROSSING 8" INV_W: 914.17
RIM: 927.23 EX CL PROFILE MAINTAIN 18" VERTICAL CLEARANCE 8" INV_E: 91417
930 STORM BOP: 920.13 930
——————— — — — — — o — — — — |
920 | (/ 320
EX 12" DI WM
EX 12" DI_WM
Ex 0 >
8"_SDR 25 saN EX 8" SDR 26 SAN S
910 ® 910
900 900
= Z ~ 3 s S L & et et ro bt Y
o 3 2 = 2 2 2 ) ? i
N ~ Q < Q § o N N N N N a
o o 2] o0 o0 o o o0 o0 o0 o o
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5212 N
- ADJUST EX VALVE
- - - o ADJUST STRUCTURE, RISER "
T EX RIM ELEV: 922.62 TV YT TS S A e —— — — —— e Y Y %Jﬁsfog)?ESURB BOX
- L -~ PROP RIM ELEV: 923.59 — T 0 — —
T~ e CITYOFFITCHBURG—\\ - \\[
- ~ : - = - — a = — R
— * __________ - i 1474 S ———— e — = === — = — RW ool jm— =TT
?5@3_\ N\ ADJUST WM i W 5
H — STA: 66+42.23 -~ 4=
OFFSET: 23.96— 8'X4'X4" INSULATION
° LOWER EX WM AND INSULATE
S 8'X4'X4" INSULATION 8
© m 66+00 é
L LACY RD
s l ; 68+00 =
: 70{”
w
=z w
5 | z
I =
Q
Pt . ,~ ADJUST EX CURB BOX o
I
= ss 55 ss ss = S . 7 - ss S
7 S SB / SS SS
. 4
~ - >< f .J
~ - - =~ L il L e e e = — — — — X
SN -=--" ——-—__." pR==—=== R/W N 5 TN
e e = oMH . ———————————] . . = S —
R/W 7 - S - T T e EEE T
Ss/ L . A L’
' ADJUST WM z 7" EX 4" SAN [ _______=_ +t -
STA: 66+42.96 e EX 1" COPPER !
OFFSET: 44.84 \ =
LOWER EX WM AND INSULATE \ » ||
8'X4'X4" INSULATION \ SN
\
1 _/— ——————— !
ANDREW M BRAASCH KENNETH P MCGAW
X CITY OF FITCHBURG o DENNIS 'S MOGAW
| 5217 .
|
950 950
NOTES:
1. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
940 PERFORM WORK. 940
EX SAN-MH
STA: 66+84.64
EX SAN MH OFFSET: 47.24
STA: 66+59.41 RIM:925.40
OFFSET: -28.43 8" INV N: 916.76
RIM: 922.62
. : PROP CL PROFILE
930 AN 4 EX CL PROFILE 930
— ——————— — —_————— e J— —
920 920
EX_12" DI WM
EX 8" SDR_26_SAN EX 12" DI_WM
910 EX_8" SDR 26 SAN 910
900 900
o — < o o N~ T ~ 2] N o < N
M ] o a ~ 0 N o 0 ] ~ N ©
o) te] n n n n n < < < el el N
N N N N N N N N N o o [\ N
o (>3] o o o o o0 o0 o0 o 2] o o
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CITY OF FITC
"

HBURG
DI WM
1
R/W /- ADJUST EX VALVE

|

r— - -

_ - e
- - -~ - _ / -

8'X4'X4" INSULATION

y
4/’_ ///
7

STORM SEWER CROSSING
STA: T1+78.10

\
\
\
\

JONES FA|qM RD

\
PERFORM ULO OF WM FOR DEPTH

RN

ADJUST WATERMAIN

REMOVE EX WM TO EXTENT
NECESSARY TO GO UNDER
PROPOSED STORM SEWER AND
PROVIDE MIN 18" SEPARATION

1L.25° BEND®

RELOCATE EX WM

[=)
? OFFSET: -10.37 - S
IS 8'X4'X4" INSULATION RELOCATED 12" VALVE sS Chd STA: 74+26.45 10"X6" TEE STA: 75+89.23 z
< STA: T1+79.06 ———SS/ OFFSET: 10.35 STA: 74+67.15 OFFSET: 19.81 ~
';m( — OFFSET: 1.03 OFFSET: 19.15 PROVIDE 5' HORIZONTAL SEPARATION =
ook SS 74+00 FROM PROPOSED STORM SEWER_‘ "
=1 SS—— 12"x10" TEE 72+00 . : REMOVE AND REMOVE_ TO EXTENT NECESSARY | . lu
3 s— STA: T1+79.62 ' \ RELOCATE HYD TO GO UNDER STORM SEWER_] 4
p— OFFSET: 7.72 10" DI WM W 5
3 W W W W W &
10" VALVE ADJUST STRUCTURE, RINGS <
—r STA: 71+80.82 EX RIM ELEV: 92143 6" VALVE ADJUST EX VALVE =
12"X10" REDUCER OFFSET: 21.87 PROP RIM ELEV: 92159 ® STA: 74+66.10
STA: T1+79.91 SAN SAN OFFSET: 24.00
OFFSET: 1L11 h N / N ’ BN MMk —
—m——=—————————= T RELOCATED HYD
Y A——— \— 10 LF-6" LEAD o BEND e
T — — REMOVE AND RELOCATE ~/ STA: T4+65.46 g.OZNSNEg'II::N'IQO EX WM
12" VALVE AND HYD e e . —1
OFFSET: 26.96 g STA: T4+79.45 -
OFFSET: 21.28
EX SANITARY MH
CORE NEW CONNECTION
RELOCATED HYD THROUGH BENCH TO 5197
STA: T1+82.16 EX FLOWLINE AND " COPPER ADJUST STRUCTURE, RISER
OFFSET: 37.83 PROVIDE WATER TIGHT SEAL EX RM ELEV: 918.12
| PROP RIM ELEV: 919.24
950 950
NOTES:
L. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
940 PERFORM WORK. 940
SMH4
STA: TH+B6.IT EX SAN MH EX SAN MH
OFFSET: 25.79 STA: 73+60.47 STA: 74+79.27
RiM:_92.33 OFFSET: 30.38 OFFSET: 31.82_
930 8" INV E: 907.54 RIM: 921.43 RIM: 918.12 930
PROP CL PROFILE 8" INV_W: 906.30 %'.'. m\\ll "é: ggg.gg
8" INV-E: 906.30 : 903
STORM SEWER CROSSING EX CL PROFILE
MAINTAIN 18" VERTICAL CLEARANCE
STORM BOP: 913.57 \
920 — T —— — R 920
s —_—
INSULATION EN i BEND HYD A
EX 12 DI WM 6.5 MIN.COVER STA: T4+26.41 STA: T4+65.03 BEND
NV:_910.03 INVz310.17 STA: T4+79.17 =
N\ i 10" DI WM INV: 910.00
910 1 il | W 910
45° VERTICAL BENDS EX“10" DI wy
HYD — 176 LF-8" SDR 26 @ 0.70% .
STA: T1+82.15 EX_8""SDR25-saN
INV: 91119 45° VERTICAL BENDS ‘
900 900
e S o - 3 9 R " 2 P 5 & S
NI NI = = o o s} ~ T} <
& & & & & & S S 5 > & 5 &
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sS SS SS SS 55 U p————— = CITY OF FITCHBURG 3
° =
S 2-45° BENDS 1264 &
© CONNECT TO EX WM oM ©
STA: 76+72.51 =
= OFFSET: 20.04 )
» LACY RD w
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_— 1 L T
3 ' — =
= B 3
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e
7~
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~N - - - \ - - __EX HYD
v P / ADJUST EX 7
-— - CURB BOX
\ w r
=
) < | |
\ i A :_" i CITY OF FITCHBURG
ADJUST EX VALVE E ' , [
| - EXISTING 8" SERVICE } |
EXISTING 8" SERVICE |
| | |
930 930
NOTES:
1. ALL EXISTING UTILITY AND LATERAL
LOCATIONS ARE BASED ON BEST INFORMATION
AVAILABLE. CONTRACTOR SHALL FIELD
VERIFY LOCATIONS AS NECESSARY TO
920 PERFORM WORK. 920
STORM SEWER CROSSING EX SAN MH
MAINTAIN 18" VERTICAL CLEARANCE STA: 78+75.26
STORM BOP: 906.36 OFFSET: 35.37
PROP CL PROFILE 35-"'1»13"3;-52%81 EX SAN MH
EX CL PROFILE 8" INV_E: 89181 STA: 81+17.52
910 : OFFSET: 33.04 910
RIM: 899.25
INSULATION 8" INV W: 890.72
8" INV E: 890.72
J0 _DI_WM —_—um e —
ES _\_N_i"\-—_g_.___._____ p—
900 EX-10"pyyy N S —————— — 900
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< o o © w0 <
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